NOTES

1. ALL CONCRETE SHALL HAVE STRENGTH OF
3000 PSI AT 28 DAYS.
2. MANHOLE TO BE USED FOR PIPE SIZES 24"

AND GREATER.

MANHOLE FRAME & COVER
AS SPECIFIED
SEE STD. DRAWING 209
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