6" ALUMINU
MAST ARM S
“COBRA—HEAD” FIXTURE
SEMI-CUTOFF TYPE OR
CUTOFF TYPE

DIRECT BURIAL AS PER
MFG."S RECOMMENDATIONS

NOTES:

1.LOCATION OF STREET LIGHT IS SHOWN ON STANDARD DRAWING NO. 103

2.STREET LIGHT HIGH PRESSURE SODIUM LUMINAIRE.

3.ALL FIBERGLASS POLES SHALL BE GRAY.

4.FOR CURBSIDE SIDEWALK (TYPE'B’) THE STREET LIGHT SHALL BE 2° FROM THE BACK OF THE SIDEWALK.
5.FOR SETBACK SIDEWALK (TYPE'A’) THE STREET LIGHT SHALL BE 2’ FROM THE FRONT OF THE SIDEWALK.

STREET SERVICE TYPE |WATTAGE|[LUMENS [POLE HT.] ARM TYPE MoLTAcE[sPACIN
WIDTH (ft.) ¢ 3‘&.) ¢ (fE) | e
32’ RSN A 100 | 9500 | 25 6 MAST | 120 | 210 FIBERGLASS
34 RSN A 100 | 9500 | 25 6 MAST | 120 | 210 FIBERGLASS
40’ coL PUMERAA | 150 [16000 | 30 6 MAST | 240 | 155 FIBERGLASS
46’ AROMMERCIAL 1 | 200 |22000 | 30 6 MAST | 240 | 180 FIBERGLASS
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